
DISCLAIMER:
The use of this standard is governed by the City of Wichita Foils Engineering Deportment. No warranty of any kind is mode by the City of
Wichita Falls for any purpose whatsoever. The City of Wichita Foils assumes no responsibility for the conversion of this standard to other formats
for incorrect results or damages resulting from its use.

DimensionsMeter
Size A B C D E F C

Distance from interior wall to
8” 15” 19” 15” 6’—5” 7’—3” 4’—O”~“ edge of water valve = 12”

Distance from interior wall to 9 1/2” 20” 33” 20” 8’—g” 7’—lO” 4’—O”
~“ edge of water valve = 14”

Distance from interior wall to
11” 30” * 45” 30” 1 4’—3” 7’—l 1” 7’—O”6” edge of water valve = 28”

8” Distance from interior wall to 12” 40” * 53” 40” 17’—l” 8’—O” 7’—O”
edge of water valve = 30”

10” Distance from interior wall to 14” 50” * 68” 50” 21’—O” 8’—l” 7’—O”
edge of water valve = 34”

~ Distance from interior wall to 30” 80” * 48” 80” 26’—6” 8’—7” 7’—O”
edge of water valve = 31”

* Denotes distance includes installation
of check valve with meter.

GENERAL NOTES:
1. ALL MATERIALS OF CONSTRUC11ON SHALL CONFORM WITH THE STANDARD
SPECIFICATiON AND SPECIAL CONDFflONS OR PROViSIONS AND THE LATEST
REViSIONS THERETO.
2. CONCRETE SHALL BE CLASS “A”.
3. ALL REINFORCING STEEL SHALL BE DEFORMED NEW BILLET GRADE 60,
CONFORMING TO ASTM SPECIFICA11ON A 615—84a OR LATEST REViSIONS
THERETO.
4. STEEL COVER SHALL BE 2” FROM CENTER OF OUTSIDE LAYER OF STEEL
TO FACE OF CONCRETE.
5. DIMENSIONS RELATiNG TO REINFORCING STEEL SHALL BE TO CENTER OF
THE BARS.
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